June 11, 2026

AGENDA ITEM NO. 9

SUBJECT: Resolution No. 2026-6-4, amending the FY2026 Annual Transmission System
Capital Budget by appropriating funds for the GEUS Generation Interconnection at Greenville
Interchange Project; and resolving matters incidental and related thereto.

DISCUSSION: GEUS has requested to interconnect its new 104.5 MW power plant to the
Agency’s Greenville Interchange Substation. GEUS is proposing to construct and own the 138 kV
transmission line connecting the new plant to the substation. In order to accommodate this
interconnection, it is necessary for the Agency to add one bay to the substation. The Project scope
includes the installation of one 138 kV breaker, associated relaying, and other necessary
modifications.

This Resolution would appropriate $1,725,000 for this Project.
BACKUP MATERIAL: Capital Project Proposal

ACTION
REQUESTED: Consideration and action on Resolution No. 2026-6-4.
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RESOLUTION NO. 2026-6-4

A RESOLUTION BY THE BOARD OF DIRECTORS OF THE TEXAS MUNICIPAL POWER
AGENCY (“AGENCY”) AMENDING THE FY2026 ANNUAL TRANSMISSION SYSTEM
CAPITAL BUDGET BY APPROPRIATING FUNDS FOR THE GEUS GENERATION
INTERCONNECTION AT GREENVILLE INTERCHANGE PROJECT; AND RESOLVING
MATTERS INCIDENTAL AND RELATED THERETO.

WHEREAS, in order to accommodate an interconnection with a new 104.5 MW
power plant owned by GEUS, it is necessary make certain additions to the Agency’s Greenville
Interchange Substation, including a new bay, a 138 kV breaker, associated relaying, and other
modifications (the “GEUS Generation Interconnection at Greenville Interchange Project” or
“Project”); and,

WHEREAS, the Board desires to appropriate funds for the Project;

NOW, THEREFORE, BE IT RESOLVED BY THE BOARD OF DIRECTORS OF THE
TEXAS MUNICIPAL POWER AGENCY:

1. That the above recitals are true and correct;

2. That the FY2026 Annual Transmission System Capital Budget is amended by
appropriating $1,725,000 for the Project;

3. That it is officially found and determined that notice of this meeting of the Board of
Directors of the Agency was given as required by law.

PASSED AND APPROVED THIS 11™ DAY OF JUNE 2026.

Andrew Nelson, President
Board of Directors
Texas Municipal Power Agency

ATTEST:

Tom Jefferies, Secretary
Board of Directors
Texas Municipal Power Agency
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TEXAS MUNICIPAL POWER AGENCY
CAPITAL PROJECT PROPOSAL

PROJECT TITLE:

GEUS Generation interconnection at Greenville Interchange

DATE OF REQUEST: PROJECT MANAGER:

5/19/2026 [O]cpaL| |ome
TOTAL PROJECT COST: $ START DATE: 5/19/2026 CAPITAL PLAN YEAR: FY27
CASH FLOW $ FY26: FY27: FY28: FY29: FY30:
SPENT $0 $1,725,000 |$ $ $
YEAR(S) $ FY26: FY27: FY28: FY29: FY30:
PLACED IN-SVC $0 $1,725,000 $ S $
[JUPGRADE EXISTIN§ TMPA ASSETS RELATED-TO THIS PROJECT:
[ IREPLACEMENT Greenville Interchange Substation
[EINEW CONSTRUCTION
[JReimbursable by TXDOT
[JReimbursable by

DESCRIPTION OF PROJECT (INCLUDING BACKGROUND, ASSUMPTIONS, & PROJECT BENEFITS):

Greenville Electric Utility System (GEUS) has requested to interconnect their new 104.5 MW power
plant to TMPA's Greenville Interchange (GNIN) substation. This project will add one bay to serve this
interconnection. The scope includes the installation of one 138kV breaker, associated relaying, and
other necessary modifications.

GEUS proposes to build and own the 138kV transmission line (approximately 1,200 ft) between their
generator step-up transformer to a dead-end structure at the fenceline outside of TMPA's GNIN
substation.

GEUS plans to commission the power plant in the Spring/Summer of 2027. Due to the short timeline

for this project, the performance of the engineering and construction will be coordinated between
TMPA/GP&L and GEUS.
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TEXAS MUNICIPAL POWER AGENCY
CAPITAL PROJECT PROPOSAL

Will this project require a new Interconnection Agreement (lA) or changes to

an existing IA?

Explain:

The point of interconnection of GNIN for the new bay will be defined as part of
the project.

Will this project increase/decrease oil storage or hazardous chemical
inventory or capacity?
Explain:

Were security improvements evaluated in the project scope?
Explain:

There are no additional security needs due to this project.

®eOro

OYes @No

Ores@no

COST BREAKDOWN
Labor $600,000
Materials $750,000
Contract Services $100,000
Engineering Consulting $100,000
Misc. Expenses $175,000
TOTAL | $1,725,000

COST BREAKDOWN BASIS:

This estimate was prepared by GEUS.

Estimation Levels: Is land acquisition or right of ways procurement required? @Yes O No

P1 = Budget/Preliminary (+/- 30%)
P2 = Conceptual (+/- 20%)
P3 = Detail Design (+/- 10%)

Estimate Level:

Ori(@pr2()rs

Does project involve asset retirement? If yes, please provide detail: OYES @ No

SIGNATURES
Project Manager: Date:
Supervisor: Date:
Utility General Manager: Date:
TMPA CFO: Londe Bupfhead Date:  527.26
TMPA General Manager: é(/\F’:"'L ’l/w Date: 6-3-2026

L
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